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1. Ceiling Installation

1. Loosen the screw to take off the mounting plate 
from the lamp.

4. Hook up lamp on the mounting plate.

1. Connecting wires with terminal caps as picture shows. 1. Connecting wires with terminal caps as picture shows.

5. Secure the screw. Installation completed.

2. Screw the mounting plate to the ceiling. 3. Hang the lamp on the ring so as to connect 
wires with terminal caps.

2. Pole-pendant Installation
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1. Unscrew the PC cap on the lampshade 
counter-clockwise with a flat-head screwdriver 
on the lamp which already installed.

1. Before installation, unscrew the M25 cap 
counter-clockwise at the back of the Lamp by 
solt type screwdriver.

2. According to the tags, customer can select 
the corresponding power and CCT dip switch, 
dial to the required power (40w/60w/80w) and 
CCT(35K/40K/50K).

3. After finish the requires power and CCT 
adjustment, Tighten the M25 cap clockwise by 
slot type screwdriver.

2. Screw the sensor clockwise by hands. 3. After tighten the sensor, Lighting the lamp, if 
the sensor works well, the installation finish.

3. Pole-pendant Installation

3. Pole-pendant Installation


